
GEOTECH BORING

ASPHALT PATCH

APPLY SEALANT

AROUND EDGES

MAX. DIA. 8-INCHES

EXISTING ASPHALT

RE-HEAT SIDES AND APPLY TACK

COAT PRIOR TO PLACEMENT OF

NEW HMA ASPHALT

3 INCHES MIN. OF NEW HMA ASPHALT.

ASPHALT TO BE COMPACTED USING A

PROCTOR HAMMER IN ONE LIFT

12 INCHES MIN. OF NEW BASE ROCK PER

CITY OF KIRKLAND SPECS. BASE ROCK

TO BE COMPACTED USING A PROCTOR

HAMMER WITH A MINIMUM OF 6 LIFTS.

BENTONITE/GROUT MIX

TO BOTTOM OF BORING
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